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ABSTRACT

The objective of this research was to analyze the air temperature distribution in a closed house 
system for broiler in wet tropical climate by using computational fluid dynamics (CFD) to figure out 
the comfort level of the broiler in that system. The dimension of the experimental house was 100 
m x 10 m x 2.4 m which could be occupied by 12,000 to 16,000 broiler chickens. The wall was made 
from expose mercy brick and curtain, plafond was made from galvanize, ventilation system used 
6 fans with 1.27 m diameter and cooling pad and in-house lighting system used 60 units of 8 Watt 
lamps. The analysis of temperature distribution using CFD had high precision as was  shown by the 
small number of average percentage of deviation (6.39%) between analyzed and measured results. 
Horizontally, the temperature distribution near the cooling pad was lower than others and continued 
to increase until near the position of the fan.  In vertically, the air temperature in the area near the 
husks and the plafond were higher than the other mesurement points. At that height, the effective 
temperatures which were still comfort for the broiler were 20.07 oC, 19.81 oC and 20.04 oC at 12:20 h, 
13:55 h and 15:20 h, respectively.

Key words: air temperature distribution, closed house, broiler, computational fluid dynamics

ABSTRAK

Penelitian ini bertujuan menganalisis distribusi suhu udara pada kandang ayam broiler sistem 
tertutup di daerah beriklim tropika basah menggunakan computational fluid dynamics (CFD) 
untuk menentukan tingkat kenyamanan ayam broiler pada kandang sistem tertutup. Kandang 
yang digunakan berukuran 100 m x 10 m x 2,4 m, yang dapat menampung 12.000 sampai 16.000 ekor 
ayam broiler. Lantai kandang terbuat dari semen beton, dinding terbuat dari bata expose mercy dan 
tirai, plafon menggunakan galvanis, sistem ventilasi menggunakan 6 kipas berdiameter 1,27 m dan 
cooling pad dan sistem pencahayaan dalam kandang menggunakan lampu 8 Watt sebanyak 60 unit. 
Hasil analisis distribusi suhu udara menggunakan CFD memiliki tingkat validasi dan ketelitian 
cukup tinggi dengan rendahnya nilai persentase deviasi rata-rata (6,39%) antara hasil analisis dengan 
hasil pengukuran. Secara horizontal, distribusi suhu udara dekat cooling pad lebih rendah dan terus 
mengalami peningkatan sampai mendekati posisi kipas. Secara vertikal, suhu udara di daerah dekat 
sekam dan plafon lebih tinggi dibandingkan ketinggian lainnya. Suhu efektif pada ketinggian 0,2 m 
sebesar 20,07 oC (pukul 12.20 WIB), 19,81 oC (pukul 13.55 WIB) dan 20,04 oC (pukul 15.20 WIB) yang 
masih tergolong suhu nyaman untuk ayam broiler.

Kata kunci: distribusi suhu udara, kandang tertutup, broiler, computational fluid dynamics
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 INTRODUCTION

It is generally accepted that broiler at above 2 weeks 
of age will grow optimally at temperature’s range of 20 
to 24 oC (Herawati & Adiwinarto, 2012). However, high 
air temperature and relative humidity condition in 
Indonesia can potentially  cause heat stress for broiler, 
so the feed efficiency and growth rate of the chicken 
will decrease (Donald,  2010).  Therefore, controlling of 
thermal factors for broiler production in wet tropical 
climate is very important.

In Indonesia, a closed housing system is recently 
used for broiler production. The air temperature and 
relative humidity of this housing can be controlled 
by mechanical ventilation and wind tunnel which are 
equipped with a cooling pad. The ventilation system in 
the closed house can reduce environmental head load 
produced by the metabolic heat of the broiler chickens, 
cage material which exposed to solar radiation, the heat 
from brooder and heat of litter fermentation (Yahav et 
al., 2004). Therefore, a good ventilation system is needed 
to remove heat, moisture and gases (e.g. CO, CO2, and 
NH3) in the closed housed (Donald, 2010).

One factor that lead in reducing productivity of 
broiler in the closed house system is air flow rate which 
does not distribute uniformly around the housing. The 
non-uniform distribution of air flows in the housing sys-
tem resulted in uneven distribution of air temperature 
and relative humidity among places in the housing. This 
condition can reduce animal performance and increased 
animal mortality. The problem of air flow distribution in 
the housing can be analyzed quickly and simultaneously 
by using computational fluid dynamics (CFD) (Versteeg 
& Malalasekera, 1995). Therefore, many studies on the 
air flow and air temperature distribution of closed house 
have been done in the cold and temperate regions by us-
ing CFD (Vidal et al., 2008;  Seoa et al., 2009).

The broiler production in wet tropical climate has 
trend to use closed house system too, but potential heat 
stress still exist. This condition is important to be investi-
gated since there is a lack of information on air flow and 
air temperature distribution in the closed house system 
in wet tropical climate region. Therefore, a study on 
the air flow and air temperature distribution of closed 
house, especially in wet tropical climate, is needed.  This 
present study was done by using CFD to analyze the 
distribution of air temperature in broiler closed house 
in wet tropical climate to figure out the comfort level for 
the chickens in the housing system.

MATERIALS AND METHODS

The research was carried out in a broiler closed 
house facility of the Faculty of Animal Science, Bogor 
Agricultural University, Indonesia and that was started 
from May to July 2013. The dimension of the experi-
mental design (closed house designed for broiler) was 
100 m x 10 m x 2.4 m (length x width x height) which 
can be occupied by 12,000 up to 16,000 heads of broiler. 
The floor was made from concrete cement, the roof was 
asbestos, the stud used iron material, the wall was made 
from expose mercy brick and curtain, and the plafond 

used galvanize. The ventilation system used 6 fans with 
1.27 m diameter, 70 sets of cooling pad were set up to 
decrease the in-house temperature and in-house lighting 
used 60 units of 6 watt lamp.

The tools used in the experiment were: weather 
station (Davis 6162), portable paperless recorder 
(Yokogawa, MV Advance 1000), anemometer, note book 
and personal computer (PC) with SolidWorks Flow 
Simulation software. The measured micro environment 
parameters were the temperatures of plafond, rice husk 
(litter), curtain, cooling pad and around the fan. The 
in-house temperature was also measured at three height 
sections i.e. 0.2 m, 0.6 m and 2.0 m. Thus, three portable 
paperless recorders with 24 channels and T-thermo-
couple model were used to measure and record the 
temperature at specific sections mentioned previously. 
The measurement was designed as follows: 2 units at 
each right and left curtain, 3 units at litter, 3 units at 
plafond, 1 unit at the 0.2 m depth soil, 4 units at cooling 
pad, 27 units inside the broiler house set at 0.2 m, 0.6 m 
and 2.0 m on y-axis. At each section, the thermocouple 
was set horizontally (z-axis coordinate) at a distance of 
4 m, 2.5 m and 0 m from the center of the broiler house. 
The thermocouple was also set on the length side (x-axis 
coordinate) at 55 m, 20 m and -15 m. The positions of 
measurement points in a closed house for broiler are 
presented in Figure 1.

The origin coordinate (0,0,0) representing x, y and 
z axis which refer to the length, height and width of the 
broiler house was placed 65 m length from the right side 
or 35 m from the left side (x) above the rice husk space 
and 5 m width both from right or left side (z). Figure 2 
shows the geometry and the origin coordinate of the ex-
perimental house. The thermocouple was coupled with 
recorder device to display the measured temperature 
from 06:00 h up to 18:00 h which recorded in every 5 
minutes during one breeding period (35 days). 

Computational Fluid Dynamic (CFD)

CFD SolidWorks Flow Simulation is the latest soft-
ware to compute the air circulation in a broiler closed 
house system apart from software Fluent 6.2.16, Gambit 
2.2.30 and Auto CAD 2005. This software is equipped 
with complete features such as drawing the geometry 
of the house, making the mesh, defining the geometry 
boundary condition, and analyzing the temperature dis-
tribution and flow pattern. This software was run using 
computer with Intel ® Core TM i7, 12 GB RAM CPU and 
64 bit operation system.

In CFD (Versteeg & Malalasekera, 1995), the air 
circulation pattern was quantitatively described into 
temperature and velocity through differential equation 
in the form of cartesian coordinate. Mathematical com-
putation employed in CFD was run through three di-
mensional numeric analysis with finite volume method 
by discretization and iteration. The analysis of tempera-
ture distribution and simulation was carried out through 
several processes as follow: defining 3D model, energy 
consumption, viscous model, material type and thermo 
physical properties of the fluid, boundary condition 
input value, initialization, iteration and visualization.
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Figure 1.  The position of measurent point in a closed house for broiler
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Table 2.  The air temperature of the experimental house resulted from CFD   1 
 2 

Height  
(m) Value Air temperature (oC) 

9:00 h 13:00 h  16:00 h 
0.2 Minimum 28.34 31.71 31.34 

 Maximum 28.77 32.71 32.24 

 Average 28.54 32.10 31.62 

 Coefficient of variance (%) 0.51 0.76 0.97 
0.4 Minimum 28.34 31.94 31.40 

 Maximum 28.71 32.73 32.29 

 Average 28.50 32.35 31.67 

 Coefficient of variance (%) 0.40 0.65 0.93 
0.6 Minimum 28.34 31.80 31.45 

 Maximum 28.87 32.84 32.45 

 Average 28.48 32.47 31.77 

 Coefficient of variance (%) 28.34 31.71 31.34 
2.0 Minimum 28.34 32.29 31.50 

 Maximum 29.07 33.54 32.85 

 Average 28.60 32.84 32.06 

 Coefficient of variance (%) 0.83 0.96 1.01 
 3 
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Figure 2.  The geometry of the experimental house 2 

 3 

Figure 3.  The position of fan set up in the experimental house  4 

Figure 2.  The geometry of the experimental house

CFD consists of 3 main elements i.e.: pre-processor, 
solver and post-processor (Versteeg & Malalasekera, 
1995).  Pre-processor component is an input component 
of a flow problem in a CFD program by means of 
interface used to transform input for the solver. In 
solver computation, there are three streams of fluid: 
the conservation law of mass, which is the rate of 
momentum change is equal to the resultant of the forces 
on a fluid particle (Newton’s second law), the rate of 
change of energy is equal to the resultant of the rate of 
heat addition to and the rate of work done on a fluid 
particle (the First Law of Thermodynamic).

The flow of air inside a broiler closed house system 
has characteristic as turbulent fluid thus standard k-ε 
turbulence model that developed by Lam & Bremhost 
(1981) was choosen for calculation in CFD simulation. 
The computation in solver of CFD based on mass, 
momentum and energy conservation laws (Versteeg & 
Malalasekera, 1995). These equations are described as 
equation 1 to 3 (Lee et al., 2007). 
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where xi= component of length (m), ui= component of 
velocity (m s-1), r= fluid density (kg m-3) and Sm= mass 
source (kg m-3 s-1).  
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displayed in post-processor in the form of domain 
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mensional surface plots, air temperature and flow rate, 
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The underlying assumptions used in the analysis 
of air temperature distribution in closed house broiler 
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using CFD were: 1) the in-house air was considered 
as incompressible fluid, 2) the rotary motion of fan 
was constant during simulation, 3) the specific heat, 
conductivity and viscosity of air were constant. 

Model Validation

Validation was carried out through comparing the 
result obtained from the measurement with the results 
obtained by computation resulted at each determined 
sections. The validation criteria at each height sections 
of 0.2, 0.6 and 2.0 m was analyzed by means of average 
percentage of deviation of the measurement and 
simulation result. The average percentage of deviation 
was computed by equation (4). 
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RESULTS AND DISCUSSION

The analysis of air temperature distribution in the 
experimental house was conducted when the house was 
filled with rice husk and no broiler inside. The experi-
ment was carried out in 29 June 2013 representing fine 
weather in dry season considering that the experimental 
house was affected by micro environment condition out-
side of the house such as: temperature, relative humidity 
and radiation (Yani & Purwanto, 2006; Yani et al., 2007). 
Timing for the analysis of the temperature distribution 
in the closed house of broiler was selected becaused 
at that time based on the condition of the cooling pad 
flame on for both of the right and left sides, with a tem-
perature difference between right and left side of cooling 
pad was relatively low. It was occurred at 12:20 h, 13:55 
h and 15:20 h. 

The radiation intensities at 12:20 h, 13:55 h and 
15:20 h were 775 Watt/m2,  650 Watt/m2 and 380 Watt/m2, 
respectively. The outside temperatures and relative hu-
midities at those respective times were 33.40 oC, 33.8 oC 

and 34.60 oC; 60%, 59% and 56%, respectively. The tem-
peratures of the roof and  the 0.2 m depth soil at 12:20 h, 
13:55 h and 15:20 h were 51.69 oC,  46.17 oC, 43.12 oC; and 
32.64 oC, 32.45 oC, 32.43 oC.

Curtain, plafond and rice husk in CFD computa-
tion for boundary condition was defined as real wall. 
Temperatures of curtain and cooling pad at right and left 
side were different because of solar incline. Solar incline 
at left side was greater than at right side. Air that flowed 
to inside broiler closed house system through cooling 
pad was defined as wet air containing RH between 
95% and 97% thus the temperature of cooling pad was 
different than the temperature of water at pencircula-
tion cooling pad. These temperatures were results of 
measurement.  Inputs of initial condition and boundary 
condition for computation of  analysis of air distribu-
tion in closed house system for broiler using CFD are 
described at Table 1.

18 
 

 1 

Figure 2.  The geometry of the experimental house 2 
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Table 1. Initial and boundary input condition for air tempera-
ture distribution analysis in the experimental house

Input 
Time 

12:20 h 13:55 h 15:20 h
Initial condition
Ricehusk/litter temperature  (oC) 31.35 31.32 31.25
Plafond temperature (oC) 33.72 32.90 32.60
Right curtain temperature (oC) 33.79 33.18 33300
Left curtain temperature(oC) 35.54 35.84 35.71
Right cooling pad temperature 
(oC) 26.16 26.26 26.11

Left cooling pad temperature (oC) 26.27 26.42 26.07
Gravitational acceleration (m/s2) 9.83 9.83 9.83
Boundary condition
Atmospheric pressure (Bar) 1028 1026 1026
No of activated exhaust fan 5 5 5
Static pressure of fan 0.00 0.00 0.00
Air rate each fan (m3/s) 11.67 11.67 11.67
Meshing 3 (default) 3 (default) 3 (default)
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The air flow capacity entering the house through 
air inlet of cooling pad was strongly influenced by the 
number of fans running (Figure 3). The numbers of fans 
ran at 12:20 h, 13:55 h  and 16:00 h were 5 units (the 2nd 
fan were turned off). The diameter of fan was 1.27 m and 
the air flow capacity was 11.66 m3/s. As a result, the air 
flow capacities of fans were 58.29 m3/s at 12:20 h, 13:55 
h and 16:00 h. The temperature of air entering the house 
was lower than the surrounding temperature which 
then expected to decrease the temperature inside the 
experimental house.

According to the boundary condition and micro 
environment around the experimental house, the tem-
perature distribution resulted from CFD simulation 
showed that the air temperature near the rice husk and 
the plafond tended to be higher than other measurement 
points. It becaused of the air temperature near the rice 
husk and the plafond while cooling pad is located at 0.4 
m to 2.2 m of high. Plafond had higher temperature due 
to the heat released from the roof and the lamp attached 
on plafond. The lowest average temperature at each 
height sections occurred at 13:55 h (26.66 oC) compared 
to at 12:20 h (26.68  oC) and at 15:20 h (26.70  oC). 

The CFD analysis resulted uniform temperature 
distribution inside the experimental house which was 
defined by the small value of coefficient of variance i.e. 
2.42% at 12:20 h, 2.37% at 13:55 h and 2.62% at 15:20 h. At 
12:20 h, as 5 fans were applied and the temperatures of 
cooling pad were 26.16 oC (right side) and 26.27 oC (left 
side), the minimum in-house temperature was 26.16 oC 
at every height sections.The maximum of in-house tem-
perature was 28.99 oC which was found at the height of 
0.2 m (Table 2). At 13:55 h, as 5 fans were applied and the 
temperatures of cooling pad were 26.26 oC (right side) 
and 26.42 oC (left side) produced the minimum in-house 

temperature of 26.26 oC located at every height sections 
and the maximum of 28.96 oC located at 0.2 height. At 
15:20 h, as 5 fans were applied and the temperatures of 
cooling pad were 26.11 oC (right side) and 26.07 oC (left 
side), the minimum in-house temperature was 26.07 oC 
located at every  height sections and  the maximum was 
28.72 oC located at the height of 2.0 m. 

The minimum air temperature at the height of 0.2 
m from the rice husk was very beneficial considering the 
activity of the broiler such as locomotion, resting, eating 
and drinking. According to the CFD results, the aver-
ages temperature at 0.2 m height at 12:20 h, 13:55 h and 
15:20 h were 27.61 oC, 27.59 oC and 27.46 oC, respectively. 
Besides of air temperature surrounding the broiler, 
the air velocity also influenced the comfort level of the 
broiler. The values of air velocity at 0.2 m height at those 
respective times were 1.58 m/s, 1.69 m/s and 1.53 m/s. 
Those values revealed that the air velocity in the experi-
mental house were higher than the recommended value 
i.e. 1.41 m/s in order to decrease air temperature inside 
closed house as high as 5.74 oC (Dagtekin et al., 2009). 
Thus, the live weight of broiler could gain daily by 112 
g at 37 to 51 days of age (Dozier et al., 2006) with the in-
creased the feed intake (Donald, 2010). Based on the air 
temperature and wind speed, the effective temperatures 
at 0.2 m of height were 20.07 oC, 19.81 oC and 20.04 oC at 
12:20 h, 13:55 h  and 15:33 h, respectively. Those effective 
temperatures were still comfort for the broiler without 
considering the metabolic heat generated by broiler 
(Donald, 2010;  Pereira & Naas,  2008).

The distribution of air temperature at each height 
(Figure 4) at 12:20 h showed a uniform pattern. The 
temperature near the cooling pad was lower than at 
the other locations because this location was the first 
area that crossed through by cold air from cooling pad. 
The cold air pulled by fan from cooling pad located in 
the corner of the house directly brought the air into the 
fan. This due to the pressure at the corner of the house 
that was higher than the pressure near the cooling pad 
located at the center of the house. This condition caused 
the cold air coming in through the cooling pad moves 
steadily towards the fan and cool the enclosure along the 
100 m thus getting closer to the fan, the air temperature 
was higher than the position near the cooling pad.

At 13:55 h, the distribution of air temperature at 
each height showed the same pattern (Figure 5) that 
is getting close to the cooling pad is getting cold and 
the temperature continued  to rise until near the fan 
(Bokkers et al., 2010). The position of the cooler air tem-
peratures at a height of 0.6 m (Figure 5b) wider than the 
height of 0.2 m (Figure 5a) and a height of 2.0 m (Figure 
5c). This condition illustrates that at the height of 0.2 m 
(near the rice husk) and 2.0 (near the plafond) the air 
temperature is influenced by the temperatures of rice 
husk and plafond that higher than the cooling pad. Cold 
air from the cooling pad that goes in to the along closed 
house has a greater mass so that when distributed to the 
direction of the fan (outlet), the mass of cold air reduced 
because it is used to absorb the heat that comes from the 
released from rice husks, curtains, walls and plafond. 
At the height of 0.2 m, with a temperature of 31.32 °C 
rice husks higher than the temperature of the cooling 

Table 2.   The air temperature of the experimental house resulted 
from CFD

Height 
(m) Value

Air temperature (oC)
12:20 h 13:55 h 15:20 h

0.2 Minimum 26.16 26.26 26.07
Maximum 28.99 28.96 28.59
Average 27.61 27.59 27.46
Coefficient of 
variance (%)

3.08 3.04 2.99

0.4 Minimum 26.16 26.26 26.07
Maximum 28.26 28.23 28.17
Average 26.96 26.95 27.10
Coefficient of 
variance (%)

2.13 2.12 2.45

0.6 Minimum 26.16 26.26 26.07
Maximum 28.56 28.71 28.19
Average 26.68 26.66 26.70
Coefficient of 
variance (%)

26.16 1.66 2.32

2.0 Minimum 26.16 26.26 26.07
Maximum 28.69 28.59 28.72
Average 26.88 26.77 26.91
Coefficient of 
variance (%)

2.53 2.36 2.78
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Figure 5.  The air temperature distribution in the closed house on 13:55 h (29 June 2013) at 0.2 m (a), 0.6 m (b) and 2.0 m (c) height.

Figure 4. The air temperature distribution in the closed house on 12:20 h (29 June 2013) at 0.2 m (a), 0.6 m (b) and 2.0 m (c)  height.
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pad with a difference of 4.90 °C (cooling pad left) until 
5.06 °C (cooling pad right) caused the cold air an able 
to completely absorb the heat from  the rice husks and 
the cold air is more concentrated at the center of closed 
house. At the height of 2.0 m (near the ceiling) with a 
temperature difference of the cooling pad and ceiling of 
6.48 oC temperature (cooling pad left) to 6.64 °C (cool-

ing pad right), hot air from the plafond caused cold air 
temperature of the cooling pad is not fully able to cool 
the enclosure temperature, mainly at half the length of 
the closed house up to ward the fan.

At 15:20 h, the materials of the closed house such 
as plafond, curtain and rice husks started to release 
the heat that shown by the increasing of temperature 
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at measurement points. This causes the temperature 
distribution of cold air coming from the cooling pad had 
lower capability to reduce the air temperature inside 
closed house compared to at 12:20 h and at 13.55 h, as 
seen in Figure 3.5a to Figure 6c.

The analysis of air distribution in a closed house for 
broiler using CFD had small average percentage of de-
viation (6.39%). This demonstrated that the determina-
tion of material and boundary condition was sufficiently 
depicted the real condition of the experimental house. 
The average percentage of deviation was generated from 
the validation stage by comparing the result of CFD and 
the measurement at three different times i.e. 12:20 h, 
13:55 h and 15:20 h in 27 positions at 0.2 m, 0.6 m and 2.0 
m heights. The average percentage of deviation resulted 
from validation at 12:20 h, 13:55 h and 15:20 h  were 
accordingly 6.25%, 6.94% and 5.99% higher than the 
results found by Vidal et al. (2008) i.e. 5 up to 16%. Those 
small value of average percentage of deviation revealed 
that the simulation of CFD for analyzing air temperature 
distribution in a closed house for broiler in wet tropical 
climate could be used as a tool to design the house den-
sity (number of broilers per square area) and to design 
the structure of the house based on the air temperature 
distribution perspective. In order to design the density 
and the structure of the house, input data used for solver 
were data obtained at 13:00 h (noon) as the peak condi-
tion of radiation intensity and environment temperature 
occured at that time. The temperature inside the closed 
house broiler in wet tropical climate was influenced pro-
foundly by micro environment surrounding the house. 

CONCLUSION

Computational fluid dynamics (CFD) was suitable 
for analyzing the air temperature distribution in a closed 

house for broiler in wet tropical climate which gener-
ated high level of validation. The temperature distribu-
tion from the rice husk area to the plafond tended to 
increase. At 0.2 m height, the effective temperature was 
still comfortable for the broilers.
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